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ABSTRACT: Obstruction of emitters caused by the presence of solid particles in the water raises the cost and
maintenance of trickle irrigation systems, and might compromise their utilization. This research was performed
through test fields, with the objective of evaluating the performance of a disc filter (130 microns) and a non
woven synthetic fabric filter on the removal of physical, chemical and biological impurities from the irrigation
water, which may cause emitter obstruction during fertirrigation processes. The evaluation criteria of the
impurities present in the irrigation water, were based on studies performed on trickle irrigation systems.
Specifically, physical, chemical and biological parameters analyzed in the inflow and outflow water from
both filters were: pH, turbidity, total suspended solids, salinity, total iron, sulphites, manganese, algae and
bacteria. Results pointed to chemical factors, which presented medium clogging risks to the emitters; those
factors were: pH, total iron and sulphite concentration. All the other parameters of water quality did not
present clogging risks. A comparative analysis of head loss evolution, according to the filtered volume, was
also atempted Non woven synthetic fabric filter presented a higher evolution when compared to the disc
filter.
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DESEMPENHO DOS FILTROS DE MANTAS NÃO TECIDAS E DE
DISCO NO TRATAMENTO DE ÁGUA PARA FERTIRRIGAÇÃO
RESUMO: Um dos fatores que elevam os custos de operação e manutenção dos sistemas de irrigação localizada
e, em certos casos, inviabiliza a utilização desse método, é a obstrução de emissores pela presença de partículas
sólidas na água de irrigação. O presente trabalho teve por objetivo principal estimar, através de ensaios
experimentais de campo, o desempenho de um filtro de disco (130 microns) com outro de manta sintética não
tecida na remoção de impurezas de origens físicas, químicas e biológicas presentes na água de irrigação que
promovem o entupimento dos emissores, quando se utiliza a fertirrigação. Os critérios para avaliação das
impurezas presentes na água de irrigação foram baseados nos estudos realizados em sistemas de irrigação
localizada. Especificamente foram analisados os seguintes parâmetros físico-químicos e biológicos da água
afluente e efluente dos filtros: pH, turbidez, sólidos suspensos totais, salinidade, ferro total, sulfetos, manganês,
algas e bactérias. Os fatores químicos que apresentaram médio risco de obstrução aos emissores foram pH,
concentração de ferro total e sulfetos. Todos os demais parâmetros de qualidade de água analisados resultaram
em valores que não apresentam risco de entupimento aos gotejadores. Procurou-se também fazer o
acompanhamento da evolução da perda de carga em função do volume filtrado para os filtros, para realizar
uma análise comparativa. No filtro de manta sintética não tecida, a evolução da perda de carga foi mais
acentuada e mais rápida em relação ao de disco, por causa da sua maior eficiência na remoção de algas e
bactérias.
Palavras-chave: gotejamento, filtragem, qualidade de água, irrigação
INTRODUCTION
Emitter obstruction and filter system clogging,
may be caused by three main facts: suspended organic and
inorganic material; chemical constitution and presence of
bacteria (Nakayama et al., 1977). Regarding algae growth
in the sources from where water is collected and also their
growth inside the irrigation pipes, it can be observed that
algae formation is even worse for fertirrigation, which is
the most used technique in trickle irrigation.
Filtering mechanisms can be divided in two cat-
egories: screen and disc filters and grainy or sand filters.
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The first are classified as mechanic or surface filtering
elements, in which the filtering process is based on the
principle that the filtering pores are smaller than the di-
ameter of particles to be filtered. In grainy or sand fil-
ters, particles to be held are smaller than the pores present
in the filtering element; however, the retaining is made
through physical-chemical processes (Adin & Alon,
1986). Few experiments have characterized the remotion
capacity of the surface filtering, while current experi-
ments demonstrate the possibility of using the non-wo-
ven, synthetic fabric filter as a more efficient filtering el-
ement for the removal of suspended solids from trickle
irrigation systems (Paterniani & Silva, 1996). The com-
bination of porosity characteristics, especific surface and
thickness of the non-woven, synthetic fabric filters, as
well the filtration index, water quality and filtering sys-
tems that are used, are all parameters that determine the
non-woven, synthetic fabric filter adecquacy to the fil-
tering condition (Paterniani, 1991).
Silva (1996) accomplished many laboratory tests,
simulating water contamination by suspended solids, us-
ing sand at concentration 70 to 300 mg L-1. It was ob-
served that non-woven, synthetic fabric filters removed
15% to 25% of the suspended solids; meanwhile, screen
filter removed 2% and disc elements, with 130 microns,
removed 10%. This difference in the removal of sus-
pended solids, using disc and screen filters, is attributed
to the filtering elements which are different in structure,
when compared to the non-woven, synthetic fabric fil-
ters.
The disc filtering element is composed by a set
of rings with grooves printed on a central support, which
is cylindric and perforated. The water is filtered when
passing through the conductors, formed by the grooves
placed between the consecutive rings. The screen filter
element is constituted by a device, usually cylindric, that
holds in its interior the filtering element, composed by a
plastic or metallic support covered by a screen (Lopez et
al., 1992). The difference between disc or screen filters
and non-woven, synthetic fabric filtering elements are
hydraulic conductivity, specific surface, effective filter-
ing area and the synthetic woven thickness; itens which
lead non-woven, synthetic fabric filters to a better filter-
ing adaptation.
Scatolini (2001) has compared the filtering effi-
cacy between screen and disc filtering elements, with 130
microns, and non-woven, synthetic fabric filters. The au-
thor concluded that non-woven, synthetic fabric filters
were much more efficient than disc and screen filters in
the removal of suspended solids and algae present in the
irrigation water.
In the current research, through field essays, the
performance of two filters was evaluated regarding to the
removal of chemical, physical and biological impurities
from irrigation water. One was the disc filter (130 mi-
crons) and the other a non-woven, synthetic fabric filter.
MATERIAL AND METHODS
The evaluation criteria for impurities present in
the irrigation water were based on studies developed by
Bucks & Nakayama (1986). It has also been attempted
to run a comparative analysis on the evolution of head
loss, in relation to the filtered volume between the two
filters.
The water used in the experiment came from a
250-m3 local, dammed-creek reservatory, in Campinas,
SP, Brazil. The irrigation system was composed by a cen-
trifuge-motor pump, an automatic irrigation controller,
two solenoid electric valves, drippers, a datalogger, two
pressure differential transducters, two pressure regulators,
three digital turbine-type hydrometers (flow average of
0.6 – 6 m3 h-1), two manometers, one-piston, a fertilizer
injection system (dosing pump), a filtering system of 130
microns and 25.4 mm disc filter and a non-woven, syn-
thetic fabric filter (Figure 1) .
Figure 1 - Schematic presentation of the trickle irrigation system.
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Organic-mineral fertilizers were used to perform
the fertirrigation, presented in liquid form of density 1,270
kg m-3. Its composition according to the original manu-
facturer is: 25% organic material, 3% total nitrogen and
9% potassium as K2O. Few conservation problems were
found by the time it was mixed in water. This solution is
used for vegetables in general, flowers and fruits and seed
greenhouses.
The two filters diferred only regarding filtering
element, guaranteing functional similarity. The choice of
the non-woven, synthetic fabric filter was made accord-
ing Scatolini (2001). The non-woven, synthetic fabric
used as filtering beand has 0.5 cm s-1 permeability, 1.6 s-1
permissivity, 0.150 mm pore openings, 380 g m-2
gramature, and 3.8 mm thickness.
Analyses of irrigation - constituting of algae con-
centration, bacteria, suspended solids and turbidity - wa-
ter samples were performed before and after the utiliza-
tion of the two filters, according to the methodologies pre-
sented in “Standard Methods for the Examination of Wa-
ter and Wastewater” (AWWA; APHA; WPCF; 1995). The
analyses were performed twice a week, in a total of 10
samples (Table 2). These data were used to determine the
most important physical, chemical and biological factors
related to water quality for trickle irrigation, that may
cause the dripper obstruction (Bucks & Nakayama, 1986)
and also the factors that cause the turbidity, algae con-
centration, hardness and the Langelier Index.
The Langelier Index, a measure of the CaCO3
precipitation tendency, present in the irrigation water, was
estimated because it is related to the pH, HCO3
-, Ca+2 and
the total salt concentration in the water (Nakayama &
Bucks, 1985). Positive values, indicate a precipitation ten-
dency of CaCO3, causing the dripper cloggings; negative
values maintain the CaCO3 in solution (Ayres & Westcot,
1991).
Monitoring of pressure head loss in the filters was
performed by transducters of pressure differential, before
and after filtering. Data were stored in a datalogger, read-
ing head losses every six seconds. After 30 days of essay,
data were gathered in a report, and medium values were
taken for localized head losses for every 10 minutes of irri-
gation. Each filter operated with an outflow of 0.6 m3 h-1,
within two 2-hours watering shifts, providing a sum of 72.0
m3 for filtered water, for each filtering element. The in-
crease of head loss resulting from impurity retention by the
filters was evaluated according to the filtered volume.
RESULTS AND DISCUSSION
The quality of the reservatory water one day av-
erage can be seen in Table 1. The main sampling point was
located in the main irrigation line, after the pumping sys-
tem and before the fertilizer injector system. Results qualify
the water that was used for irrigation during the period,
indicating also the obstruction risks offered to the drippers.
Number of essay
and date
Parameters of the Irrigation Water
Physical Chemical Biological
Suspended
solids
Turb.
(NTU) Ph Iron Sulphite
Electrical
Cond.
Dissolved
Solids Hardness
Langelie
Índex Algae Bacteria
mg L-1 ----  mg L-1 ---- mS cm-1 ------- mg L-1 ------- --- n° cm-3 ---
1- (06/29/01)   5.0   3.88   7.1   1.0   1.0   0.056   35.84   26.63   -2.077 165  600
2 -(07/02/01) -   2.69   7.3   0.5   1.0   0.076   48.64   25.72   -1.399 255  1000
3- (07/05/01) -   3.51   7.7   0.5   1.0   0.056   35.84   22.96   -1.6 1295  6500
4 - (07/10/01) -   2.2   7.2   0.5   1.0   0.067   42.88   22.04   -2.173 480  6500
5 - (07/12/01) -   3.39   7.1   0.5   1.0   0.045   28.8   22.04   -2.34 770  6500
6 - (07/16/01)   3.0   1.82   7.2   0.4   1.0   0.05   32.0   22.68   -2.22 705  680
7 - (07/19/01)   1.0   2.31   7.7   0.5   1.0   0.067   42.88   21.12   -1.676 315  270
8 - (07/23/01)   3.0   2.29   7.2   0.4   2.0   0.062   39.68   20.22   -2.102 460  900
9 - (07/26/01)   3.0   3.41   7.3   0.4   1.0   0.047   30.08   21.0   -2.051 310  440
10-(07/30/01)   1.0   2.8   7.5   0.5   1.0   0.063   40.32   24.84   -1.875 215  990
Average   2.67   2.83   7.33   0.52   1.10   0.06   37.70   22.93   -1.95 497  2438
Standard Deviation   1.51   0.68   0.23   0.18   0.32   0.01     6.33    2.14   0.30 345  2812
Variation Coef. (%)   56.46   24.18   3.09 33.68    28.75  16.80   16.79    9. 32  15.57 69.46 115.36
Clogging risk1 B S/C M M M S/C B S/C S/C S/C B
1clogging risk offered to the drippers, according to Bucks & Nakayama (1986):
B - low risk, M - medium, A - high risk and S/C - no classification.
Table 1 - Physical, chemical and biological characteristics of the irrigation water within the period from June 29th to July 30th
2001.
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Among biological factors that may cause dripper
cloggings, concentrations of algae and bacteria in the
reservatory were analysed (Table 1). Concentration of
algae averaged 497 algae mL-1, with SD of 345 algae
mL-1 and CV of 69.46 %. The highest algae concentra-
tion was 1295 algae m L-1 (Essay 3) and the lowest was
165 algae m L-1 (Essay 1). This dynamic behavior in al-
gae population may represent risk to the irrigation sys-
tem when efficient irrigation water treatment is not per-
formed. On the other hand, this variability also indicates
the great sensitivity of the organisms in relation to wa-
ter quality.
Concentration of bacteria also presented large
variation. The medium concentration during the whole
period was 2438 bacteria mL-1, SD = 2812 bacteria  mL-1;
CV = 115.36%; through was 440 bacteria mL-1 (Essay 9),
and peek was 6500 bacteria mL-1 (Essays 3, 4 and 5).
When abrupt changings occur in the values of biological
water parameters, usually resulting from environmental
factors, the filtering efficiency of trickle irrigation sys-
tems can be affected and equipment has to be turned off
until the suspended solids present in the water are reduced
to an adequate level (Nakayama & Bucks, 1991). Bacte-
ria concentration increases followed algae population in-
creases inside the reservatory (Figure 2).
Suspended solids concentration varied between 1
mg L-1 (Essays 7, 10) and 5 mg L-1, with an average of
2.67 mg L-1, CV = 56.46%. This indicates that the sus-
pended solid concentration was found at low clogging risk
levels according to the classification proposed by Bucks
& Nakayama (1986). This average is extremely low for
a reservatory used as a supplying source, with no flow-
ing water. Certainly there is suspended material sedimen-
tation in the water.
Water turbidity varied from 1.82 to 3.88 NTU,
average 2.83 NTU, SD = 0.68 NTU, and CV = 22.18%.
Since the suspended solid concentration and turbidity
were also low, the water was considered of good quality
for trickle irrigation, within the study period. The turbid-
ity is an indication of the presence of suspended solids,
but alone it is not a precise parameter to define the risk
of dripper clogging when using superficial water sources
(Pitts et al., 1990). Turbidity should be anlysed through
laboratory filtering tests, specific for measuring clogging
risk potential (Gilbert & Ford, 1986).
The data collection period (Table 1) corresponded
to drought and low pluvial precipitations (winter). The
pH varied from 7.1 to 7.7 (average 7.33), SD = 0.21 and
CV = 3.09%. According to the classification proposed by
Bucks & Nakayama (1986), these values represent me-
rebmunyassE
etaddna
sretemaraptneulfferetliF
lacisyhP lacigoloiB
sdilosdednepsuS ytidibruT eaglA airetcaB
retliFnevoW retliFcsiD retliFnevoW retliFcsiD retliFnevoW retliFcsiD retliFnevoW csiDretliF
)10/92/60(-1 5 5 9.2 81.3 521 011 71 01
)10/20/70(-2 - - 77.2 31.3 042 061 0031 0083
)10/50/70(-3 - - 73.5 17.3 083 503 0001 0031
)10/01/70(-4 - - 8.2 82.3 563 073 0056 0095
)10/21/70(-5 - - 62.3 68.2 533 052 0001 008
)10/61/70(-6 2 5 56.1 48.1 043 064 043 0041
)10/91/70(-7 5 2 97.1 99.1 081 092 044 016
)10/32/70(-8 3 3 81.2 63.2 091 052 0011 0041
)10/62/70(-9 2 2 89.2 84.3 091 522 074 026
)10/03/70(-01 2 2 44.2 24.2 501 502 047 048
egarevA 09.1 09.1 18.2 38.2 00.542 05.262 07.0921 00.8661
.veDdradnatS 79.1 79.1 40.1 46.0 201 101 3781 9971
)%(.ffeoCnoitairaV 46.301 46.301 29.63 66.22 27.14 05.83 11.541 88.701
Table 2 - Physical and biological quality parameters of the water- measured after filtering, during the period June29th to July
30th 2001.
Figure 2 - Algae and bacteria concentration in the reservatory water.
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dium clogging risk. High pH (above 8.0) may cause pre-
cipitation of salts, manly calcium carbonate. The ideal pH
for trickle irrigation water lies around 6.5. The electric
conductivity (EC) varied from 0.045 to 0.076 mS cm-1,
SD = 0.01mS cm-1 and CV = 16%, an indication that dis-
solved solid concentration was 28.8 to 48.64 mg L-1,
37.70 mg L-1 in average, SD = 6.33 mg L-1 and CV =
16.79%. very low values, according to the classification
of Bucks & Nakayama (1986). Concentrations of dis-
solved solids below 500 mg L-1 are considered of low risk
to trickle irrigation systems.
Water hardness varied from 21.0 to 26.63 mg L-1,
22.93 mg L-1 in average, SD = 2.14 mg L-1 and CV =
9.32%. According to the water classification of the U.S.
Geological Survey, these values classify the water as
Class 1, indicating a low hardness degree. According to
Todd (1980) this water presents a low clogging potential
in relation to CaCO3 precipitation. This can be confirmed
through the Langelier index that varied from –2.22 to –
1.399, –1.95 in average, SD = 0.30 and CV = 15.57%.
Sulphite and iron concentrations are presented in
Figure 3. There was a variation from 0.4 to 1 mg L-1 for
iron, 0.52 mg L-1 in average, SD = 0.18 mg L-1 and CV =
33.68%. Sulphite values varied from 1.0 to 2.0 mg L-1,
1.10 mg L-1 in average, SD = 0.32 mg L-1 and CV =
28.75%. According to Bucks & Nakayama (1986), these
values indicate medium clogging risk. The 0.5 mg L-1 Fe
concentration must be considered as maximum permitted;
however, when considering the cost of filters, the maxi-
mum practical value is 2 mg L-1 (Ayres & Westcot, 1991).
Some iron-bacteria interaction problems have
been observed in 0.1 mg L-1 iron concentration (English,
1985). Concentrations of iron above 0.2 mg L-1 are con-
sidered a significant clogging risk. Precipitated iron forms
red incrustations, that may adhere to the PVC of pipe
walls and may also clog emitters. Some filamentous bac-
teria, e.g. Gallionella and Leptotrhix, oxydate Fe+2 to Fe+3
which may precipitate and cause clogging (Pizarro, 1996).
Water used in trickle irrigation systems with iron concen-
trations above 0.4 mg L-1 contributes to the development
of filamentous, ferric bacteria, which cause emitter ob-
struction (Ford & Tucker, 1986).
Manganese concentrations in all water samples
were so low that could not be detected by the equipment.
Table 2 shows water data deriving from sampling points
after the filters. Water turbidity after the filtering elements
was very similar for both filtering systems. On the sixth
and seventh essays, there was a small reduction in water
turbidity. The turbidity average for both filters was very
similar: 2.81 NTU, SD = 1.04 NTU and CV = 36.92%
for the non-woven, synthetic fabric filter. For the disc fil-
ter these values were 2.83 NTU, 0.64 NTU and 22.66 %,
respectively.
The average values for suspended solids of the
samples from the two filtering systems were 1.90 mg L-1
in average, with a 1.97 mg L-1 standard deviation and a
coefficient of variation of 103.64%. The medium algae
concentration 245 m L-1, with a 102 algae m L-1 standard
deviation and a 41.72% coefficient of variation for the
non woven synthetic fabric filter, and 263 algae m L-1,
with a standard deviation of 101 algae m L-1 and a coef-
ficient of variation of 38.50% for the disc filter.
 Although the non-woven, synthetic fabric filter
is used in pressurized system for fast filtering, the mecha-
nisms involved in the algae retention may be linked to
impurity adherence by the fiber net, resulting in the for-
mation of a biological layer. The diameters of the non-
woven, syntethic fabric filter fibers are between 2 and 100
mm and, therefore, appropriated for the removal of par-
ticles present in the water, between 1 and 100 mm
(Wilkinson, 1986).
The average bacterial population was 1291 bac-
teria mL-1, SD = 1873 bacteria  mL-1 and CV = 145.11%
for the non-woven, synthetic fabric filter, and 1668 bac-
teria mL-1, 1799 bacteria mL-1 and 107.88%, respectively,
for the filter disc. Average physical parameters (sus-
pended solids and turbidity) found for both filters were
very close. For suspended solids the averages were the
same 1.90 mg L-1 and turbidity of 2.81 NTU to the non-
woven, synthetic fabric filter and 2.83 NTU to the disc fil-
ter. The high values of the CVs obtained for the biologi-
cal parameters, mainly regarding bacteria, demonstrate the
high sensitivity of these parameters considering the envi-
ronmental variation during the short experimentation pe-
riod. The non-woven, synthetic fabric filter tends to be
more efficient than the disc filter, considering the removal
of suspended solids, algae and bacteria (Ribeiro et al.,
2002). This explains why the head loss average in func-
tion of the filtered volume is more intense for the non-wo-
ven, synthetic fabric filter than for the disc filter. Scatolini
(2001) has also found that the non-woven, synthetic fab-
ric filter was more efficient than the 130 micron screen fil-
ter, for the removal of suspended solids and algae.
The head loss increased continuously until the
moment of a slump, followed by another period of in-
crease, and so on (Figure 4). The most abrupt slumps, in
which the head loss returns to values under 20 kPa, rep-Figure 3 - Sulphite and iron concentration in the reservatory.
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resent moments when the filtering elements were being
washed, while the less intense slumps represent only the
transition between irrigation shifts. However, during the
first assays, the non-woven, synthetic fabric filters pre-
sented head losses above 100 kPa and 80 kPa. The clean-
ing of the filtering material was attempted, as soon as
pressure differential hit 40 kPa, turning necessary to pro-
ceed the cleaning of the disc filter. Faster increases in
head loss in the non-woven, synthetic fabric results from
higher suspended solids retention, that obstructs partially
the filtering (Scatolini, 2001).
Depending on the efficacy of the algae and bacte-
ria removal, the mechanisms involved in algae retention
may be linked to impurity adherence to the fiber net, re-
sulting in the formation of a biological layer, and as a con-
sequence, a higher head loss. The non-woven, synthetic
fabric filter, was more efficient in the removal of biologi-
cal material, resulting in a more frequent cleaning of the
filtering element. A more tenuous head loss in the non-
woven, synthetic fabric filter, indicates that this filter has
a better effective filtering area than the disc filter in rela-
tion to the filtered volume. During the experimental pe-
riod, 21 cleanings were performed in the non-woven, syn-
thetic fabric filter, while no cleaning procedure was needed
for the disc filter, (head loss stipulated as 40 kPa).
When the water quality became worse due to in-
creasing in the amount of impurities, the backwashing
was reduced, and the head loss increased quickly to the
same filtered volume. Nakayama & Bucks (1991) re-
ported that, when high concentration of suspended ma-
terials was present in the irrigation water, a more frequent
cleaning of the trickle irrigation elements was need, and
suggested that for better control of the removal of the sus-
pended particles, it would be advisable to have automatic
backwash of the filter.
The disc filter head loss did not vary significantly
during the period. It was always near 10 kPa because, ac-
cording to the analysis of the quality of the water of the
reservatory, it presented a low clogging potential, with
low concentration of suspended solids.
A comparative analysis was performed on the
head loss evolution from the non-woven, synthetic fab-
ric filter before and after utilization checking for possible
deterioration and modification of characteristics (Figure
5). When the head loss reaches 40kPa there is a faster
increase in head loss evolution as compared to the mate-
rial after some cleaning procedures (average curve). These
effects result from the cleaning procedures, and indicate
that their characteristics, mainly regarding the diameter
of pore openings, may have been modified due to the us-
age of high pressure water jets during the cleaning pro-
cedures. Another hypothesis regarding the deformation of
the filtering material is related to the pressure of the irri-
gation system, indicating the need of a stronger filter
structure to work as support for the filters.
A pressure differential control should be adapted
to make an automatic backwashing of the non-woven,
synthetic fabric filter, enabling better practicity during its
maintenance. Besides, assays with other kinds of non-
woven, synthetic fabric filters should be accomplished,
finding fabrics that present better efficiency of impurity
removal with lower head loss, considering the filtered
volume. Future studies with different kinds of fabrics,
thicknesses and filtering areas, may indicate which are
the best characteristics of these elements for tricke irri-
gation.
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